
FIRST FLOOR FFE
0"

T

1'-
3"

4"

12"

PREFINISHED STANDING SEAM METAL ROOF

PREFINISHED
METAL GUTTER

PREFINISHED METAL FASCIA

PREFINISHED STOREFRONT
WINDOW SYSTEM

BAR JOIST, SEE
STRUCTURAL

5/8" GYPSUM WALL BOARD

STEEL BEAM, SEE
STRUCTURAL

UNDERLAYMENT/WATERPROOF BARRIER/SHEET MEMBRANE

METAL DECK, SEE STRUCTURAL

FILL STUD CAVITY WITH
SPRAY FOAM INSULATION

EXTEND GYPSUM WALL
BOARD TO DECK AND SEAL

SPRAY FOAM INSULATION
(R-10) AT UNDERSIDE OF

ROOF DECK

R-40 RIGID INSULATION

4"

12"

PREFINISHED STANDING SEAM
METAL ROOF
UNDERLAYMENT/WATERPROOF
BARRIER/SHEET MEMBRANE
METAL DECK, SEE STRUCTURAL
R-40 RIGID INSULATION

BAR JOIST, SEE STRUCTURAL

SPRAY FOAM INSULATION (R-10)
AT UNDERSIDE OF ROOF DECK

STEEL BEAM, SEE
STRUCTURAL

5/8" GYPSUM WALL BOARD

3 5/8" - 18GA GALVANIZED
METAL STUDS @ 16" O.C.

CEILING AS SCHEDULED
5/8" GYPSUM WALL BOARD
3 5/8" - 18 GA GALVANIZED
METALSTUDS @16" O.C.
5/8" GYPSUM WALL BOARD

SUSPENDED GYP. BOARD
CEILING SYSTEM

PREFINISHED STANDING
SEAM WALL PANEL

1 1/2" - 16 GA GALVANIZED METAL FURRING
@ REQUIRED ROOF CLIP SPACING
SHEET MEMBRANE AIR/MOISTURE BARRIER, EXTEND
TO DECK, LAP ONTO DECK 4" AND SECURE TO DECK
WITH GALV. ANCHOR BAR AND FASTENERS @ 12" O.C.
1/2" EXTERIOR SHEATHING

PREFINISHED PERFORATED
METAL SOFFIT PANEL

1 1/2" GALVANIZED METAL
FURRING

2'-0" 31'-11 1/4"

STEEL CHANNEL, SEE STRUCTURAL

STEEL CHANNEL,
SEE STRUCTURAL

BOTTOM
OF SOFFIT

PREFINISHED METAL
COLUMN COVER

12'-6"

14'-8"

6"
9'-

3"
3"

10'-0"

AS144
1

16'-9"

17'-11"

1" V-REVEAL TRIM IN
GYPSUM BOARD, TYP.

18'-11"

EDGE OF GYPSUM
BOARD WALL OPENING, TYP.

TRANSLUCENT PANEL

AS144
2

4" 4"

3 5/8" - 18GA TRACK
ANCHOR BEAM WITH (2) #

12 SCREWS  @ 16" O.C.

MIN. (4) #12 SCREWS, TYP.

3 5/8" - 18 GA GALVANIZED
METALSTUDS @16" O.C.

25'-2"

30'-2"
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5/8" GYPSUM WALL BOARD

3 5/8" - 18 GA GALVANIZED METAL
STUDS @ 16" O.C.

STEEL BEAM , SEE STRUCTURAL
3 5/8" GALVANIZED METAL FRAMING @16" O.C.

5/8" GYPSUM WALL BOARD

METAL DECK, SEE STRUCTURAL

R-40 RIGID INSULATION

SPRAY FOAM INSULATION (R-10) AT
UNDERSIDE OF ROOF DECK

PREFINISHED STANDING SEAM
METAL ROOF
UNDERLAYMENT/WATERPROOF
BARRIER/SHEET MEMBRANE

METAL DECK, SEE STRUCTURAL

R-40 RIGID INSULATION

PREFINISHED STANDING SEAM METAL ROOF

UNDERLAYMENT/WATERPROOF BARRIER/SHEET MEMBRANE

PREFINISHED METAL FASCIA

3 5/8" - 20 GA. GALVANIZED METAL STUDS @ 16"
O.C.

SPRAY FOAM INSULATION (R-10)
AT UNDERSIDE OF ROOF DECK

PREFINISHED STANDING
SEAM WALL PANEL
1 1/2" - 16 GA GALVANIZED METAL
FURRING CHANNEL @ REQUIRED
ROOF CLIP SPACING

SHEET MEMBRANE AIR/MOISTURE
BARRIER
1/2" EXTERIOR SHEATHING

5/8" GYPSUM
BOARD

5/8" GYPSUM
WALL BOARD

3 5/8" - 18 GA GALVANIZED METAL
STUD FRAMING @ 16" O.C.

STEEL BEAM, SEE STRUCTURAL

STEEL BEAM, SEE STRUCTURAL

BAR JOIST, SEE
STRUCTURAL

FILL STUD CAVITY WITH SPRAY
FOAM INSULATION

4"

4"

BAR JOIST, SEE
STRUCTURAL

1'-2 3/8"

1'-10 3/8"

12'-6"

10'-0"

2'-10 3/4" 5'-1 7/8" 1'-10 3/4"

2'-
4 3

/4"

CEILING AS SCHEDULED

5/8" GYPSUM WALL BOARD

3 5/8" GALVANIZED METAL
FRAMING @ 16" O.C.
5/8" GYPSUM BOARD

AS144
3

0"VARIES

0"VARIES

AS144
4

1'-0"

14'-9"

16'-9"

0"VARIES

0"VARIES

1" V-REVEAL TRIM IN
GYPSUM BOARD, TYP.

1" V-REVEAL TRIM IN
GYPSUM BOARD, TYP.

TRANSLUCENT PANEL, REFER
TO INTERIORS DRAWINGS FOR

COLOR AND PATTERN

TRANSLUCENT PANEL CABLE
SUSPENSION SYSTEM

7 1/2"
2"

TOP OF PLATFORM OVER
CHECK-IN AREA, BEYOND

(2) WOOD 2X NAILER, GANG NAILED
TOGETHER, ANCHOR TO METAL STUDS WITH
GALVANIZED METAL CLIP ANGLE.   PROVIDE
AT TRANSLUCENT PANEL SYSTEM ANCHOR

POINTS

TOP OF PLATFORM OVER
CHECK-IN AREA, BEYOND

(2) WOOD 2X NAILER, GANG NAILED TOGETHER,
ANCHOR TO METAL STUDS WITH GALVANIZED

METAL CLIP ANGLE.   PROVIDE AT
TRANSLUCENT PANEL SYSTEM ANCHOR POINTS

ANCHOR STUD TO BAR JOIST WITH
(4) #12 SCREWS EACH, PROVIDE
3"X3" - 12 GA CLIP ANGLE AT FLAT
SIDE OF STUD FOR ATTACHMENT
OF (2 OF 4) SCREWS TO BAR JOIST,
FASTEN CLIP ANGLE TO STUD WITH
(4) #12 SCREWS

MIN (4) #12 SCREWS, TYP.

MIN (4) #12 SCREWS, TYP.

3 5/8" - 18 GA GALVANIZED METAL TRACK,
ANCHOR TO BOTTOM OF BEAM WITH (4) #
12 SCREWS, MIN, @ EACH STUD

30'-2"

TOP OF NORTH WALL
OF LOBBY, BEYOND

3"X3" - 16 GA GALVANIZED METAL CLIP ANGLE
EACH SIDE OF METAL STUD, MIN. (2) #12

SCREWS  INTO STUD AND MIN. (2) #12 INTO
BEAM AT EACH CLIP ANGLE

MIN (4) #12 SCREWS, TYP.

3 5/8" - 18 GA GALVANIZED METAL
STUD FRAMING @ 16" O.C.

MIN (4) #12 SCREWS, TYP.

ANCHOR STUD TO BAR JOIST WITH
(4) #12 SCREWS EACH, PROVIDE

3"X3" - 12 GA CLIP ANGLE AT FLAT
SIDE OF STUD FOR ATTACHMENT

OF (2 OF 4) SCREWS TO BAR JOIST,
FASTEN CLIP ANGLE TO STUD WITH

(4) #12 SCREWS

8" - 18 GA GALVANIZED METAL STUD,
FASTEN TO EACH EXTERIOR STUD WITH
MIN (2) #12, FASTEN END OF 3 5/8" METAL
STUD ABOVE TO BRACE

SUSPENDED 5/8" GYPSUM
BOARD CEILING SYSTEM

4" x 4" CONTINUOUS 12 GA STEEL BENT
PLATE, ATTACH TO EACH ROOF JOIST WITH

(4) #12 SCREWS, ATTACH GALVANIZED
METAL STUD FRAMING TO   CLIP ANGLE W/

MIN. (2) #12 SCREWS

3 5/8" - 18 GA GALVANIZED METAL
FRAMING @ 16" O.C.

1" V-REVEAL TRIM IN
GYPSUM BOARD, TYP.

3 5/8" - 18 GA GALVANIZED
METAL STUDS @ 16" O.C.

LIGHT FIXTURE ON MOUNTING
BRACKET, SEE ELECTRICAL

LIGHT FIXTURE ON
MOUNTING BRACKET,
SEE ELECTRICAL

2X WOOD BLOCKING

3 5/8" - 18 GA GALVANIZED METAL
STUDS @ 16" O.C.

3 5/8" GALVANIZED METAL STUD BRACE @16"
O.C., CLIP TO UNDERSIDE OF BEAM

CAULK JOINT TO ALLOW FOR
MOVEMENT

CAULK JOINT TO ALLOW FOR
MOVEMENT
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5/8" GYPSUM WALL BOARD

3 5/8" - 18 GA GALVANIZED METAL
FRAMING @ 16" O.C.

METAL DECK, SEE STRUCTURAL

R-40 RIGID INSULATION

SPRAY FOAM INSULATION (R-10) AT
UNDERSIDE OF ROOF DECK

PREFINISHED STANDING SEAM
METAL ROOF

UNDERLAYMENT/WATERPROOF
BARRIER/SHEET MEMBRANE

3 5/8" - 18 GA GALVANIZED
METAL STUD FRAMING @

16" O.C.

STEEL BEAM, SEE
STRUCTURAL

BAR JOIST, SEE
STRUCTURAL

4" 4"

10'-0"

2'-10 3/4"

AS144
4

14'-9"

16'-9"

1" V-REVEAL TRIM IN
GYPSUM BOARD, TYP.

TOP OF PLATFORM OVER
CHECK-IN AREA, BEYOND

3 5/8" - 18 GA GALVANIZED METAL TRACK,
ANCHOR TO BOTTOM OF BEAM WITH (4) #
12 SCREWS, MIN, @ EACH STUD

3"X3" - 12 GA GALVANIZED
METAL CLIP ANGLE EACH

SIDE OF METAL STUD, MIN.
(4) #12 SCREWS  INTO
STUD AND MIN. (2) #12

INTO BEAM AT EACH CLIP
ANGLE

MIN (4) #12 SCREWS, TYP.

8" - 18 GA GALVANIZED
METAL STUDS @ 16" O.C.

SEE 2/AS313  FOR
CONTINUATION

SEE 2/AS313 FOR
CONTINUATION

3 5/8" - 18 GA GALVANIZED
METAL FRAMING @ 16" O.C.

STEEL BEAM , SEE STRUCTURAL
3 5/8" GALVANIZED METAL FRAMING @16" O.C.

5/8" GYPSUM WALL BOARD

3 5/8" GALVANIZED METAL STUD BRACE @16"
O.C., CLIP TO UNDERSIDE OF BEAM

3 5/8" - 18 GA GALVANIZED METAL
FRAMING @ 16" O.C.

CAULK JOINT TO ALLOW FOR
MOVEMENT

0"VARIES
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AS313

WALL SECTIONS

4221

SCALE: 3/4" = 1'-0"

0 8" 1'-4" 2'-8"

3/4" = 1'-0"AS313

1 WALL SECTION AT CLERESTORY
3/4" = 1'-0"AS313

2

CLERESTORY SIDEWALL WALL SECTION - AT
TRANSLUCENT PANEL

3/4" = 1'-0"AS313

3

CLERESTORY SIDEWALL WALL SECTION - AT FULL
HEIGHT WALL
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